Hoag Memorial Hospital Cogen Weather Data

Temp and Humidity

100

90

80 A i Ny

70

60

50

40

30

20

o T H u

O L L L L
= = = = = = = =
< < < < o o o o
~ < o =) ~ < o o
o ™ o N n N 0 —
~ © [=] i N (3% (4] 1]

- I —
Humidity Temp (deg F) RefLine

Heat Rejection

.
5 Plume event zone

= Sunrise: 7:07:00 AM

:iz n e e M) e e n-l"'\-’—"\_’U Sunset: 6:05:00 PM
L UL

-25

-30

-35
= = = = = = = =
< < < < o o o o
~ < N (o2} N~ < N o
S @ =1 N ) N 10 —
~ [ee] o - N N o n

- — -

——Heat Rejection (MBTU)  ===Plume Alarm

Report Date: 10/27/2011 Report generated on: 10/28/2011




